NREAD/DDS/Jjc

6280/2
17 May 1984

~ From: Director v :
To: Assistant Chief of Staff, Fagilitioa (Attn: Mr. Austin)

SubJ: Pollution Abatement Discrepancies at Building 1450

aef; (2) National Pollutant Discharge Elimination System Permit
FAel: (1) Butlding 1450 Storm Drain Pata '

Ko HIn.accordanee with your recent reguest, the,atorﬁ drains

carrying runoff from Building 1450 have been sampled. Results -
are contained in the enclosure. Physical examination of the .

,drain?rovéaledvhgtvy»cqasaminaﬁién of riprap. and banks with oilj\;

residues. These observations are consistent with data contained

" 4n the enclosure. Rased on these obhservations and data, this
“drain appears to be consistently violating the requirements of

the reference which was issued by -the Environmental Protection

Ageney.- % o

SRS

J. I. WOOTEN
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“BUILDING 1450 STORM DRAIN DATA

SUSPENDED SOLIDS . OIL AND GREASE

FLOW -
DATE GeD '~ LB/D  MO/L.  La/D° MO/L . BE
3/26/B4 - B6,656 - 11.88. - 30.8 2600 (s i 67, 5 L5
’M/S/Bh No Flow 480.9 3273 8.1
4/12/84 . No Flow ' 27220 112.9 8.4
4/19/84 Slight » ‘ 47.2 57.2 8.8
Flow '
- h/25/8H Mo Flow ... - 1070 e e R 8T
5/8/84 . Wo Plow . et - N O 129 "Ai W 16,6
‘sgorm Drain limits established 50 ’ ‘a5 60-90

by EPA NPDES Permit

ENCLOSURE (1)







